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 Small Generator Facility Distribution Interconnection 
Level 1 Interconnection Request Application Form 

• 
(See also Small Generator Fc"Cility Distribution Interconnect ion Rul es and Procedures Rate 96 for Level 1) 

APPLICATION SCOPE: 

LEVEL 1 GENERATORS - Application shall be used to request the interconnection of a generator to 

operate in parallel with Montana-Dakota's Electric Distribution System. The generator can be up to SO 

KW in size utilizing inverter based cert ified interconnection equipment (as defined in Small Genera tor 

Facility Ols:tribuUon Interconnection Rules and Procedures Rate 96) . 

Appl icant/Interconnection Customer Contact Information 

Name: 

Mailing Address: 

City : State: Zip Code: 

Telephone (Dayt ime) : Telephone (Evening): 

Email Address: 

System Insta ller/Consultant Engineer 

Check if Owner Installed 0 

Name: 

Mailing Address: 

City: State: Zip Code: 

Telephone (Daytime): Telephone (Evening): 

Email Address: 

Montana Dako ta Utilities Co. Revision Date: June 28, 2018 
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Small Generator Facility Distribution Interconnection 
level 1 Interconnection Request Appllcatfon Form 

Small Generator facility Information 

INVERTER 

lnvener Manufacturer: Model: 

Inverter Electric Namep late C..,pacity: (KW] 

lnvener Electrical Connection: (AC Vo lts) Phases: 111) D 311) D 

Is the I nve rte r Lab Certified' Yes D No 0 

(KVAI 

{Note: Certified is defined as an ln11ertertested to ,fEE 1547•20W Standards using fEEE 1547.1-2005 

testing protocol and UL Rating 1741 for Inverters by a Nat/anally Recognized Testing Laboratory 

(NRn) 

GENERATOR 

Prime Mover: Photovolt.Ji<: 0 
Rcciprocatine Eneinc □ 

Fuel Cell 0 
Turbine D 

Generator Comments. 

Total System De<isn Capacity: 

S JTE Information 

(KW) 

Energy Source: Sol¥ 0 
Wind D 
Hydro D 
Di c,e l 0 
Ni1t ur.1I GJsO 

Fuo l Oil 0 

(KVA) 

Thi!; applicat ion is reques.ted for: O A New Small Generat or to be locolted on an E:ii!isting Service. 

0 A New Smal l Gcnc r,,tor to located ,lt a New Service. 

D A Change to an Existing Smal l Generator Loc.at ion. 

Montana Dakota Utilities Co. Revision Date: June 28, 2018 
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Small Generator Facility Distribution Interconnection 
Level 1 Interconnection Request Application Form 

Estimated Comm issioning Date: 

Interconnect ion Address/Lor-..ation: 

M DU Premise/Account (MDU USE) : 

Note: The Requ ired Dis.connect Switch must be .1ble to be locked open and shall be located with in 10 

(Ten) feet of the mete r location un less special permission is cranted by t he company_ 

FINAL CHECKLIST FOR APPLICATION: 

D -Verify that the Ap pliC.Jtion Informatio n is filled out and complete. 

D -Attach Information from the Inverter Ma ufacturer documentinc t he NRTt complia nce t estinc to 

the IEEE 1547 and UL 1741 Standards and Codes. 

D - Att1ch J One-Linc Di.Jgr,1m of t he Proposed system that ,lt.J minimum includes the gcncr,11 

connection of the Service line. Meter. load Center{s). lnverter(s). Generator{s). and Disconnect Switch. 

0 • Comp leted Net Metering Application Addendum "A" 

Note: An application fee is required before the application can be processed. Please verify that the 
,1ppropriate fee is included with the application: 

Application Fee Included: D Amount: $50.00 

App II cant Signature 

I hereby attest that the info rmation submitted on th is application is accurate to t he best of my 

knowledge. 

Signature: 

Mont ana Dakota Ut il~ies Co. Revision Date: June 28, 2018 
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Title: 

Small Generator Faclllty Distribution Interconnection 
Level 1 Interconnection Request Applicatfon Form 

Date: 

ADDENDUM "A" NIT METERING RATE REQUEST 

Net Metering Availability: The Net Metering Rate 92 is available to any customer that owns 

and operates a solar, wind, or hydroelectric generating facility utilizing these renewable energy 
sources with a capacity of not more than 50 KW and that is located on the customer's premises 

and that is intended primarily to offset part or all of the customer's own electrica l 
requirements. 

This Small Generator Application is requesting to be operated on the Net 

Metering Rate: YES□ NO □ 

If "YES" please read and u nderstand t he NET METERING SERVICE RATE 92 and designate a start 

date for the start of the 12 month bill ing period: (Make a choice) 

January t t:1 □ 

April P 1 □ 

July 1« □ 

October P ' □ 

Monta na Dakota Utilities Co. Revision Date : June 28, 2018 
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V. Small Generator Facility Distribution Interconnection 
Level 2 Interconnection Request Application Form 

jSE!e also Small Generator Facility Distribution Interconnection Rules and Procedures Rate 96 for level 21 

APPLICATION SCOPE: 

LEVEL2 GENERATORS- ApplicJtion shall be used to fcqucst t he intcroonncct ion of a generator to 

operate in para llel with Montana-Dakota's Electric Distribution System. The cenerator can be up to 2 

MW in size and must ut ilize certified interconnect ion equipment (as defined in Small Generator Facility 
Distrlbutio.n lnl.Crcormcction Rules and Pux:edures Rate 96}. Also, Interconnections t hat were reviewed 

under Level 1 review procedu res but not approved, can be re -submitted under a new Level 2 

Interco nnection Req uest. 

Applic;mt/lntcrconncction Customer Cont;ict Information 

Nam.e: 

Ma ilinc Add ress: 

City: State: Zip Code: 

Telephone {Daytime): Telephone {Eveninc): 

EmJ il Addrc~,5: 

System Installer/Consultant Engineer 

Check if Owner Insta lled 0 

Name: 

Ma iling Add rcss: 

City: State: Zip Code: 

Te lephor,e (Daytime): Telephone (Evening): 

Email Add rc;s: 

Montan.:1 Dakot a Ut ilities C.o . Revision 0Jtc: June 28, 2018 
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~ Small Generator Facillty Distribution Interconnection 
~ Level 2 Interconnection Request Appllcatlon Form 

SITE INFORMATION 

This ,1pplic.1tion is requested for: D A New Sm,1 II Gr.ncr,1torto be located on an Exi5ting ~ivicc Loc,1tion. 

D A New Small Generator to located at ,1 New Service Location. 

D A Chane,e to an Existing Small Generator Locat ion. 

Interconnection Address/Lo~tion: 

MDU Premise/Account (M DU USE ONLY) : 

Electric Service Information for Applicant's Faclllty Where Generator WIii Se Interconnected 

Ca pacity: I Am ps Voltage: Volts 

Type of Service: Single Phase D 

Estimated Commissioning Date: 

Small Generator Facility General Information 

Prime Mover: Photovoltaic D 
Reciprocating Engine 0 
Fuel Cell 0 
Turbi ne D 
M icro Turbine 0 
Other ______ _ 

Three Phase D 

Energy Source: So lar D 
Wind 0 
Hydro □ 

Diesel D 
Natura l Gas O 

Steam D 
Fucl Oil 0 
Other _____ _ 

Generator Type: Synchronous 0 Induction D Not Applic.able 0 

Monta na Dakota Ut ilities Co. Revision Date: June 28. 2018 
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Small Generator Facilrty Distribution Interconnection 
Level 2 Interconnection Request Applfcatfon Form 

Generator Nameplate Rating: KVAR 

Total Expected Generation hpon KW KVAR 

INVERTER INFORMATION (II Applicable) 

Inve rter M,, nufacturcr: M odel: 

lnvcl'ter Electric: N.1mcpl,ltc C.1 p,1city: {KW) 

Inverter Electrica l Connect ion: (AC Volts) Phases: li'l D 3"1 D 

System Design Capacity: I (KW) (KVA) 

I$ the l nve n er La b Ce n ified Yes D No 0 

(KVA) 

{Nott!: Ct!rtlfled Is defined as an ln11erte:r tl!St@d to IEEE 1S47-100.3 Standards using IEEE 1S47.1-2005 

testing protocol and UL Rating 1741 Jar ln11erters by a Nationally Recognized Testing l .aboratory 

{NRn} 

CERTIFIED EQUIPMENT LISTING - List interconnect ion components/systems to be used in the Small 
Gencr,1t ion Facility th,1t is NRTL Ccnificd . (required for Lab Test ed Ccrtific,1t ion of Interconnection 

Equipment) P1ea$e i ncl uded informat ion for all cert ified equ ipment components. 

Component /System NRTL Providins Label - List ins 

Montana Dakota Ut ilities Co. Revision Date: June 28. 2018 
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V. Small Generator Facility Distribution Interconnection 
level 2 Interconnection Request Application Form 

FINAL CHECKLIST FOR APPLICATION: 

D -Verify that the Applicat ion Information is fi lled out and complete. 

D -Attach Information f rom the Inverter Manufacturer documentinc: the NRTL compliance test inc: to 

t he IEEE 1547 and UL 1741 Standards and Codes. 

D • Attach Informat ion from All Other Cenrried lntcrr.onnect ion Equipment Manufacturer documenting 

t he NRTL compliance testing to the IEEE 1547 and UL 1741 Stand,1rds ,1 nd C.Odes. 

D -Complete Net Metering Applicat ion Addendum "A" {If Applicable) 

0 -Complete Synchronous Generator Data Addendum NB" (If Applicable} 

D - Complete Induct ion Generator Data Addendum "C'' (If Applicable} 

0 - Attach a One-Line Diagram of the Proposed system that at a minimum includes the general 

connection of the Se rvice line, Meter, load Center(s), lnverter(s). Gcnerator(s). Tr.J nsformcrfs), cJnd 
Disconnect. Switch. 

Is Faci lity a Qualified F,,ci lity? Yes O No D 

If yes, has t he Applicant completed FERC's "Not ice of Se ij Cert ification"? Yes D No 0 

Verification Numbe, Received from FERC: I 

Not e: An application fee is ,equifed before the ,1pplic:ation c:an be processed. Please ve,ify t hat t he 

appropdate fee is included with the applicat ion: 

Application Fee Included: 0 Amount: S200.00 

Applicant Sienatur~ 

I he,cby ~1ttcst that t he into,mat ion submitted on this .1pplicat ion is ar.curatc to t he best of my 

knowledee. 

Signo:1t u,e: 

Montana Dakota Ut ilit ies Co. Revision Date: June 28, 2018 
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Title: 

Small Generator Facility Distribution Interconnection 
Level 2 Interconnection Request Application Form 

Date: 

ADDENDUM "A" NET METERING RATE REQUEST 

Net Metering Avallablllty: The Net Meterine Rate 92 is available to any customer that owns 
and operates a solar, wind, or hydroe lectric generating facility uti lizi ng these renewable energy 

sources with a capacity of not more than 50 KW and that is located on the customer's premises 

and that is intended primarily to offset part or all of the custome~s own electrical 

requirements. 

This Small Generator App lication is requesting to be operated on the Net 

Metering Rate 92: YES□ NO 0 

If "YES" please read and understand t he NET METERING SERVICE RATE 92 and designate a start 

date for the sta rt of the 12 month bi ll ing period: (Make a choice) 

January 1st □ 

April 1" □ 

Ju ly 1" □ 

October 1" □ 

Montana Dakota Utilities Co. Revision Date: June 28. 2018 
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Small Generator Facility Distribution Interconnection 
Level 2 Interconnection Request Application Form 

ADDENDUM " B" SYNCHRONOUS GENERATOR DATA 

Manufacturer. 

Model Number: Version Number: I 
• Submit copies of the Saturation Curve and Vee Curve. 

Salient Rotor 0 

Torque: I 
Non-Salie t Rotor 0 

Ft-l b Rated RPM: 

At Rated Generator Vottage and Cu rrent : f ield Amperes: I 
Type of Exciter: 

Output Power of Exciter: 

Type of Voltage Regulator. 

Amps @ 

Locked Rotor Current: Amps Synchronous Speed: 

Winding Connection: 

Min. OperJti ng Frequency/Time: 

Generator Connection: Deka D Wye 0 Wye Grounded D 

Direct-axis Synchronous Reacunoo (Xd): Ohms (P.U_) 

Direct-axis Tr,1nsient React.Jnce (X'd): Ohms [P_LJ _) 

%PF 

RPM 

Monta na Dakota Ut ilities Co. Revision Dat e: June 28, 2018 
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~ Small Generator Facility Distribution Interconnection 

~ Level 2 Interconnection Request Application Form 

Dircct•Jxis Sub~Tro1nsicnt RcactJnoc {X"d): Ohms (P.U.) 

ADDENDUM "C' INDUCTION (Asynchro nous) GENERATOR DATA 

M,1nuf.Jcturcr: 

Model Number. 

Locked Rotor Current: l 
Rotor Resistance (Rr): 

Rotor Re.actJ nce (Xr): 

Macnetizinc Reactance (Xm): 

Stator Res istance (Rs): I 
Stator Rcactancc {Xs) : I 
Short Circuit Reactance (Xd): 

K (l·lcat ing Time Constant ): I 

Ph,isc: Single Phase 0 

Version Number: 

Amps Ba~c KVA : l KVA 

Ohms Exciting Current: Amps 

Ohms Reactive Power Requi red: 

Ohms VA R's (No Load) 

Ohms VAR's (Full Load) 

Ohms 

Ohms 

Tot,11 Rotating Ine rtia H: KVAPU 

Three Phase 0 

Frame Size : I Dcs icn Letter: Temp. Rise : I 

Montana Dakot a Ut ilities Co. Revision Date: June 28, 2018 
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Small Generator Facility Distribution Interconnection 
Level 3 & 4 Interconnection Request Application Form 

fSee a lso Small Generator Faci lity Distribution Interconnection Rul~ a nd Procedures Rate 96 for levels 3 & 4) 

APPLICATION SCOPE: 

LEVEL 3 GENERATORS- Application shall be used to request t he interconnect io n of a generator to 
operate in parallel with Mor.tana-D.a kota's Etectrir. Distribution System. The gen,er.nor c.an be up tn IO 

MW in size and whern power will not be exported beyond the intcrconnectio point . This cou ld be used 

as a demand cont rol e;c neratorfor customer load. 

LEVEL4 GENERATORS - Application shall be used to request the interconnectio n of a generator to 

operate in parallel with Moru,;1na-Da k:ot.,J's. Electric: Dis.tribution System. The cenerator can be up to 10 

M egawatt!. (MW) in size, and does. not qualify under the criteria of LEVEL 1, LEVEL 2, .1nd LEVEL 3. This 

includes Jny Interconnection Request that was submitted ilnd not Jpprovcd under J LEVEL 1, LEVEL 2, or 

LEVEL 3 Interconnection Request 

Applicant/lntcrc.onncttion Customer Contact Information 

Name: 

M.;1 iling Add ress: 

State: Zip C0<k 

Telephone [Daytime): Telephone (Evening): 

Ema ii Address: 

Sys1cm lnst-.:illcr/Consultant Engine-er 

Check if Owner Installed D 

N.ame: 

Mailing Add ress: 

City: State: Zip Code: 

Mont.1na Dakota Utilit ies Co . Rr.vision D,1tc: June 28, 2018 
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V. Small Generator Facility Distribution Interconnection 
'-"'::' Leve l 3 & 4 Interconnection Request Application Form 

Telephone ID,1ytimo): I Te lephone !Evening): 

Email Address: 

SITE INFORMATION 

This application is requested for: O A New Small Gene rato r to be located on an Existinc Se rv ice Location. 

D A New Small Generator to locat ed at a New Service Location . 

DA Chance to an Existing Small Generator Location. 

Interconnect ion Address/Loe:1tion: 

Electric Service Information for Applicant's Facility \IJhere Generator Will Be Interconnected 

Amps Voltage: Volts 

Type of Service: Sin3le Phase D 

Estimated Com missioni ng Date: 

Sm;1II Generator f;;acility Gener-al Information 

Prime Mover: Photovoltaic D 

Rec iprocating Engine D 
Fuel Cell 0 
Turbine D 

Micro Turbine D 
Other ______ _ 

T rec Phase D 

Energy Sounce: Solar D 

Wind 0 
Mydro 0 
Diesel D 
Natural GasD 

Steam D 
Fuel Oi l 0 
Other ______ _ 

Generator Type: Synchronous 0 Induction D Not App licable D 

Monta na Dakota Ut il~ies Co. Revision Date: June 28, 2018 
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Small Generator Fadlity Distribution Interconnect ion 

Leve l 3 & 4 Interconnection Request Application Form 

Generator Nameplate Ra ting: KVAR 

Total Expected Generation Expon 'IJ/'I KVAR 

INVERTER INFORMATION (If Applicable) 

Inverter Manufacturer: Model: 

Inve rter Electric Nameplate capacity: (KW) 

Inve rter Electrical Connect ion: I (AC Volts) Phases: I~ 0 3~ 0 

System Desicn Capacity: (KW) (KVA) 

I< t he Inverter Lab Certif ied Yes D No □ 

(KVA) 

(Note: Certified Is defined as an Inverter tested to IEEE 1547-2003 Standards using /[ff 1547.1-2005 

testing protocol and UL Rating 1741 for Inverters by a Nationally Recognized Testing laboratory 

(NRTl) 

Mont ana Dakot a Ut ilrt ies Co. Revision Date: June 28, 2018 



 

 
 

Montana-Dakota Utilities Co. 
400 N 4th Street  
Bismarck, ND  58501 

 

State of Montana 
Electric Rate Schedule 

 
 Volume No. 5 
 Original Sheet No. 48.37 
  
SMALL GENERATOR FACILITY DISTRIBUTION  
INTERCONNECTION RULES AND PROCEDURES Rate 96 

Page 38 of 67 
 

     

Issued: November 4, 2022  By: Travis R. Jacobson 
Director – Regulatory Affairs  

For Office Use Only – Do Not Print Below This Line 
 
Docket No. 2022.11.099                                                              Effective with service rendered on and  
Order No. 7876f                                                                           after October 1, 2023 
 
 
 

 

~ Small Generator Facil ity Distribution Interconnection 
~ Level 3 & 4 Interconnection Request Applicat ion Form 

FIIIIALCHECKLIST FOR APPLICATIOIII: 

0 -Verify that the Application lnformo:)tion is filled out and comp lete. 

D • Attach Information from the Inverter Manufacturerdocumentine, the NRTL compliance testine to 

the IEEE 1547 and UL 1741 Standard, ,rnd Codes. (If Applicable) 

D • Complete Equ ipment Deta il Addendum "A" - Prep.Jre Lists and Attach Detailed informat ion. 

0 • Complete synchronous Generator D,n,1 Addendum ""8 11 (If Applic~ble) 

D - Complete Induction Generat or Data Addendum ·c· {If App licable) 

D • Attach a Site Diagram of the Proposed System location indicatinP, t he locations of all proposed 

equipment at the Sm.-11 Gener.Jtor Site. This should include at a min im um, generator locations, 

electrical equipment . disconnect location. transformers, meters, and all other system related locations. 

0 • Attach a One-line Dk"lgram of the Proposed System th~t at a minimum includes the general 

connection of the Service Line, Meter, Load C..nter(s), lnverter(s). Generator(<), Transfonner{s), and 
Dis.connect Switch. Als.o include rel.1y protection, control schem.1tics, current .)r.d potent ial circuits, .1nd 

alarm/monitorinc circuits. 

Is Faci l ity a Qua lified Faci lity? Yes O No 0 

If yes, has the Applicant completed FERC's "Notice of Se lf Certification"? Yes D No D 

Verification Number Received f rom FERC: 

Note: An application Deposit is required before the application can be processed. The actual cost of the 

studies ,1nd reviews ncccssolry to provide for th is Interconnection is the responsibility of lntcrconn(!.ction 

Applicant. 

Application Deposit Included: D Amount $500.00 Deposit 

App licant Signature 

I hereby attest that the information submitted on this application is accurate to the best of my 

knowledge. 

Sienature : 

Tttle: Date: 

Montana Dakota Utilities Co. Revision Date: June 28, 2018 
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Small Generator Facility Distribution Interconnection 
Level 3 & 4 Interconnection Request Applicat ion Form 

ADDENDUM "A" ADDITIONAL INTERCONNECTION EQUIPM ENT DATA 

GENERATOR CONNECTION 

Trans:fom, er 

Is there a Trans.former needed between the Generator and Service Connection Point Yes D No D 

Tr.insformcr Det~i l: 3 Ph,isc 0 1 Ph,JSC 0 

Capacity: KVA Impedance: %on BASE: KVA 

PRIMARY: Voltaee: KV Connected: Delta D Wye D Grd Wye O 

SECON DARY: Voltage: KV Connected: Delta O Wye D Grd Wye D 

Power Circuit Breaker 

Mc1nufacturcr: 

Type: 

Load Amp Rat ing: Interrupting Amp Rating: 

Trip Speed: Cycles 

Interconnection Relays 

If Convent ional individu,11 rc l,1y: Attach ,1 list and Include the following for c,1ch relay: 

Manufacture, Modet, Cataloc Number, Function, Proposed Setting 

If Microprocessor Controlled: List the followinc for each Setpoint 

Setpoint Function, N'linimum, and Maximum Settings - Proposed Settings. 

Monta na Dakota Utilities Co. Revision Dat e: June 28, 2018 
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Small Generator Facility Distribut ion Interconnection 
Level 3 & 4 Interconnection Request Application Form 

ADDENDUM "A" ADDITIONAL INTERCONNECTION EQUIPMENT DATA 

Auxlllary Transformers 

Current Transformers (If Applicable and for each Bank of current Transformers in the Qnc,.Linc) 

List ofthe Manufacture, Model, Serial Numbers (all units), Proposed Ration Connection, Accuracy 
dass, and Burden. 

Potcntiat Transformers Of Apclicablc and for each Bank of Potential Transformers in the Qnc,.Linc) 

List of the Manuf-acturc1 Model, Serial Numbers (all unlts)1 Proposed Ration Connectlon1 Accuracy 

Oass, Thermal Rating, and Burden. 

Montana Dakota Ut il~ies Co. Revision Date: June 28, 2018 
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V. Small Generator Facility Distribution Interconnection 
Level 3 & 4 Interconnection Request Application Form 

ADDENDUM " B" SYNCHRONOUS GENERATOR DATA 

Manufacturer: 

Model Numbe r. Version Numbec 

• SUbmlt copies of the Saturation Cul'\lo and Voe Cul'\lo. 

S.1licnt Rotor 0 

Torque: I 
Non-Salient Roto, 0 

Ft-Lb Rated RPM : 

At Rated Generat or Voltage and Current : Field Amperes: I 
Type of Exciter: 

Output Power of Exciter: 

Amps@ 

Type of Volt,aee Regulator. 

locked Rotor Current: I Amps Synchronous Speed: 

Winding Connection: 

Min. Opcrati na, Freq uency/Time: 

Generator Connectio : Delta D Wye D Wye Grounded D 

Oircct•axi.s Sy nch ronou s. Rcactanc:c (Xd): Ohm< (P.U.) 

Oircct .. Jxis Transient RcJctlncc (X'd): Ohms (P.U.) 

Direct-axis Sub-Transient Reactance (X" d): Ohms (P.U.) 

%PF 

RPM 

Montana Dakota Ut il~ies Co. Revisio Date: June 28, 2018 
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V. Small Generator Facil ity Distribution Interconnection 

Level 3 & 4 Interconnection Request Application Form 

ADDENDUM "C'' INDUCTION (Asynchronous) GENERATOR DATA 

M.J nuf,1cturcr: 

Model Number. 

Locked Rotor Current: 

Rotor Resistance (Rr): 

Rotor Reactance CXr): 

M .Jgnetizing Reac:tlnce (Xm}: 

Stator Resistance {Rs}: I 
St,itor Rcact:1ncc (Xs) : I 
Short Circu~ Reactance (Xd): 

K (H c.iting Time Const.int): I 

Phase: Single Phase D 

Ve rsion Number: 

Am ps Base KVA: KVA 

Ohms Exc:itine Current: Amps 

Ohms Re.ic:t ivc Power Required: 

Ohms VAR's (No l oad) 

Ohms VAR's (Full Load) 

Ohms 

Ohms 

Tota l Rotating lncrti,, 1,1: KVA PU 

Frame Size: I Dcsicn letter: 

Three Phase D 

Temp. Rise: I 

M ontana Dakota Uti lit ies Co. Revision Date: June 28, 2018 
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v. Small Generator Facility Distribution Interconnection 

Interconnection Feasibility Study Agreement 

This agreement is entered into as of ________ , 20_, is by and between 

-------------------~ ("Interconnection Applicant") and 
Montana Dakota Utiltties Co .. a Division of MDU Resources Group. Inc .. hereinafter referred to 
as "Montana-Dakota". with principal offices at 400 North Fourth Street, Bismarck. North Dakota 
58501 . 

Applicant and Montana-Dakota each may be refenred to as a "Party," oc collectively as 
the "Parties. " 

Recitals: 

Whereas, The Applicant is proposing to develq, a Small Generating Facility or adding 
generating capacity to an existing Small Generating Facility consistent with the Application 
completed by Interconnection N)plicant on ______________ , and 

Whereas, The Interconnection Applicant desires to interconnect the Small Generating 
Facility with Montana-Dakota·s Electric Distribution System ("EDS"); and 

Whereas. The Interconnection Applicant has requested Montana-Dakota to pelform an 
Interconnection Feasibility S1udy to assess the feasibility of interconnecting the proposed 
Small Generating Facility to Montana-Dakota's Elecbic Distribution System: 

Now, therefore, in consideration of and subject to the mutual covenants contained herein 
the Parties agree as follows: 

1. When used in this Agreement the terms. with initial capitalization, specified shall have the 
meanings indicated within the Agreement. 

2. The Interconnection /14)plicant requests and Montana-Dakota shall cause to be perfocmed 
an Interconnection Feasibility S1udy consistent with the Montana-Dakota Small Generator 
Facility Interconnection Rules md the Administrative Rules of Montana Rule 38.5. 

3. Montana-Dakota and the Interconnection Applicant will provide any additional rules , 
assumptions, or information affecting the scope of the Interconnection Feasibility Study as 
Attadiment "A" attadied to this agreement. 

4. The Interconnection Feasibility Study shall be based on the tedinical information 
provided by the Interconnection Applicant in its Application . as may be modified as the result 
of the Scoping Meeting. Montana-Dakota reserves the right to request additional technical 
information from 1he Interconnection OJstocner as reasonably becocnes necessary 
consistent with Good Utility Practice during the course of the Interconnection Feasibility 

Montana Dakota Utilities. Co. Revision Date: June 28, 2018 
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Small Generator Facility Distribution Interconnection 

Study. If, in the course of the Study, the Interconnection App licant finds it necessary to 
modify the Application, the time to complete the Interconnection Feasibility Study may be 
extended by mutual agreement of the Parties. 

5. In perform ing the study, Montana-Dakota will rely, to the extent reasonably practicable, on 
existing stud ies of recent vintage. The Applicant will not be charged for such existing 
studies. 

6. The Feasibility Study and Report will indude the following analyses necessary for the 
purpose of identifying a potential adverse system impact to Montana-Dakota's Electric 
Distribution System that woold result frcm the proposed interconnection : 

i. Initial identification of any circuit breaker short circuit capability limits exceeded as 
a result of the Interconnection; 

ii. Initial identification of any thermal overload or voltage limit violations resulting from 
the interconnection; 

iii. Initial review of grounding requirements and system protection : and 

iv. A Description and non-binding estimated cost of facilities required to interconnect 
the Small Generator Facility to Montana-Dakota's Electric Distribution System in a 
safe and reliable manner. 

7. The Interconnection Feasibility Study shall be completed and the results transmitted to 
the Interconnection Applicant within 30 business days from the execution of this agreement 
by the parties. If Montana-Dakota is unable to complete the Feasibility Study Report within 
the 30-business day timeline, the company will notify the Interconnection Applicant with an 
explanation of the delay and a time line of the expected completion. 

8. The Interconnection Applicant is responsible for the Feasibility study costs. The study 
cost shall be based on the company·s actual costs and will be invoiced to the 
Interconnection App licant upon delivery of the Feasibility Study Report. The 
Interconnection App licant shall pay Montana-Dakota with in 30 calendar days of rece;pt of 
the invoice or resolution of any dispute. 

Montana Dakota Utilities Co. Revision Date: June 28. 2018 
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v. Small Generator Facility Distribution Interconnection 

In witness whereof, the Parties have caused this agreement to be duly executed by their 
duly authorized officers or agents on the day and year first above written: 

For Montana-Dakota: 

Name (Printed): ____________________ _ 

Signed: ________________________ _ 

Title: _________________________ _ 

Date: _______ _ 

[Insert riame of Applicant] 

Name (Printed): _____________________ _ 

Signed: ______________________ _ 

Title: _________________________ _ 

Date: _______ _ 

Monta na Dakota Uti lities Co. Revis ion Date: June 28, 20 18 
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v. Small Generator Facility Distribut ion Interconnection 

Attachment "A" 

Note: Include any additional specification or study assumptions in regard to a 
scoping meeting, or agreed upon detai ls between the parties. 

Scoping Meeting Date: _____________ _ 

Interconnection Feasibi lity study Estimated Cost: $ 

Mont:m,1 Dak"ota Util ities Co. Revision D<lt e: June 28, 2018 
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v. Small Generator Facilfty Distribution Interconnection 

Interconnection System Impact Study Agreement 

This agreement is er,tered into as of ________ ,, 20_, is by and between 

~~-~~~=~~-~~~~==~--· ("Interconnection Applicant") and 
Montana Dakota utilities Co., a Dvision of MDU Resources Group, Inc. , hereinafter referred to 
as "Montana-Dakota", with principal offices at 400 North Four1h Street, Bismarck, North Dakota 
58501 . 

Applicant and Montana-Dakota each may be referred to as a "Party," c.- collectively as 
the "Parties. " 

~ 
Whereas, The Applicant is proposing to develop a Small Generating Facil ity or adding 
generating capacity to an existing Small Ger,erating Facility consistent with the Application 
completed by lntercomection Applica,t on • and 

Whereas. The Interconnection Applicant desires to interconnect the Small Generating 
Facility with Montana-Dakota's Electric Distribution System ("EDS"); and 

Whereas, Montana-Dakota has cc.-npleted a Small Generator Interconnection 
Feasibility Study and provided the results in the form of a Report to the Interconnection 
Applicant or the Feasibility Study was waived by mutual agreement of the Parties; and 

Whereas, The Interconnection Applicant has requested Montana-Dakota to perform an 
Interconnection System Impact Study to assess the impact of interconnecting the proposed 
Small Generating Facility to Montana-Oakota's Electric Distribution Systerr ; 

Now, therefore, in consideration of and subject to the mutual covenants contained herein 
the Parties agree as follows; 

1. When used in this Agreement the terms, with initial capitalization, specified shall have the 
meanings indicated within the Agreement 

2. The Interconnection Applicant requests and Montana-Dakota shall cause to be performed 
an Interconnection System Impact Study consistent with the Montana-Dakota Small Generator 
Faality lnterccnnection Rules end the Administrative Rules a Montena Rule 38.5. 

3. Montana-Dakota and the Interconnection Applicant wil l provide any additional rules. 
assumptions, or information affecting the scope of the Interconnection System Impact Study 
as Attachment "A" and allached to this agreement. 

Montana Dakota Utilities Co. Revision Date: June 28, 2018 
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v. Small Generator Facility Dfstrfbution lnterconnectfon 

4. The Interconnection Sy.;tem Impact Study shall be based on the technical infonnation 
provided by the Interconnection Applicant in its Appl icatioo , results of the Feasibility Study 
Report (ff perfonned), and anyinformatioo agreed upoo as a result of the Scoping Meeting. 
Montana-Dakota reserves the right to request additional technical infonnalion from lhe 
Interconnection Customer as reasonably becomes necessary consistent with Good Utility 
Practice during the course of the System Impact study. If, in the course of the Study, the 
Interconnection Applicant finds it necessary to modify the Application Information or the 
technical infonnatioo, the time to complete the lntercomection System Impact Study may 
have to be extended. 

5. In perfonning the study, Montana-Dakota will rely, to the extent reasonably practicable. on 
existing studies of recent vintage. The Applicant will not be charged for such existing 
studies. 

6. The System Impact Study will include the following detailed analyses necessary for the 
purpose of identifying a potential adverse system impact to Montana-Dakota 's Electric 
Distribution System that would result from the proposed interconnection: 

i. Short Circuit Analysis 
ii. A Power Flow Analysis 
iii. Verificatioo of Interruption Equipment Ratings 
iv. Protection Coordination study 
v. Voltage lxop and Flicker Study 
vi. Effective Grounding Review 
vii. System Stability Analysis 
viii. Review of Set Points of Certifi ed Equipment 
ix. A Review of the lntercoonection Impact on the EDS Operations. 

7. The System Impact Study Report shall state the assumptions upon which it is based, 
state the results of the analyses. indicate any interconnection requirements or 
impediments. and will include preliminary changes and costs required to the Montana­
Dakota Electric Distributioo System in order to implement the lntercomection request. 
The System Impact Study preliminary changes and costs will include a list of faci lities and 
changes that are required as a result of the lntercoonection request and a non-binding 
good faith estimate of cost responsibility and time to construct. 

8. The Interconnection System Impact Study shall be completed and the results transmitted 
to the Interconnection Applicant within 45 business days from the execution of this 
agreement by the parties. If Mootana-Dakota is unable to complete the Interconnection 
System Impact study within the 45-business day timeline, the company will notify the 
Interconnection Applicant with an explanatioo of the delay and a time line of the expected 
completion . 

Montana Dakota Utilrties Co_ Revision Date: June 28, 2018 
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v. Small Generator Facility Distribution Interconnection 

9. The Interconnection Applicant is responsible for the Interconnection System Impact 
Study costs. The Study cost shall be based on the company's actual costs and will be 
invoiced to the Interconnection Applicant upon delivery of the Interconnection System 
Impact Study Report. The Interconnection Applicant sh all pay Montana-Dakota within 30 
calendar days of receipt of the invoice or resolution of any dispute. 

In witness whereof. the Parties have caused this agreement to be duly executed by their 
duly authorized orncers or agents on the day and year first above written: 

For Montana-Dakota; 

Name (Printed) : _____________________ _ 

Signed: _______________________ _ 

Title: ________________________ _ 

Date: ________ _ 

(Insert name of Applicant] 

Name (Printed): ____________________ _ 

Signed: _______________________ _ 

Tit le: __________________________ _ 

Date: _______ _ 

Monta na Dakota Ut ilit ies. Co. Revis.io n Date: June 28, 2018 
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V. Small Generat or Facilit y Distribut ion Interconnection 

Attachment "A" 

Note: Include any additional specification ,x study asS1.1mptions, in regards to, a 
scoping meeting, or agreed upon detai ls between the panies. 

Scoping Meeting Date: ____________ _ 

Interconnecti on System Impact study Estimated Cost: $ 

Mont ana Dakot a Ut il~ies Co. Revision Date: June 28, 2018 
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v. Small Generator Facility Distribution Interconnection 

Interconnection Fac ilit ies Study Agreement 

This agreement is ent...-ed into as of _______ , 20_, is by and between 
------------------~ ("Interconnection Applicant'') and 
Montana Dakota Utillties Co .. a Division of MDU Resources Group. Inc .. hereinaft...- referred to 
as "Montana-Dakota", with principal offices at 400 North Fourth Street, Bismarck. North Dakota 
58501. 

Applicant and Montana-Dakota each may be refenred to as a "Party," CX" collectively as 
the "Parnes." 

Recitals: 

Whereas. The Applicant is proposing to develcp a Small Generating Facility or adding 
generating capacity to an existing Small Generating Facility consistent with the Application 
completed by lntercomection Applicant on _ _____________ ; and 

Whereas. The lnt=nection Applicant desires to interconnect the Small Generating 
Facility with Montana-Dakota's Electric Distribution System ("EDS"); and 

Whereas, Montana-Dakota has completed a Small Gen...-ator Interconnection Syst...-n 
Impact study and provided the results in the form of a Report to the Interconnection 
Applicant; and 

Whereas. The lntera:finection Applicant has requested Montana-Dakota to perform an 
lnt...-connection Facilities Study to list and provide estimate for all the costs and timing of 
system changes to implement the condusions of the Interconnection System Impact Study 
in order to safely Interconnect the proposed small generator to the Electric Distribution 
System. This estimatewoul<I inctuoe any distribution equipment metering equipment, 
operational impacts, er other costs associated witl1 the operation of the new proposed 
int...-comecton on the Montana-Dakota Eleclric Distribution System. 

Now, therefore, in consideration of and subject to the mutual covenants contained h...-ein 
the Parties agree as follows: 

1. When used in this Agreement the terms, wil'l initial capitalization, specified shall have the 
meanings indicated within the agreement. 

2. The Interconnection Appticant requests and Montana-Dakota shall cause to be perfC>"med 
an Interconnection Facility study consistent with the Montana-Dakota Small Generatcr Facility 
lnlercomooion Rules and the Administrative Rtles of Montana Rule 38.5. 

Montana Dakota Utilities Co. Revision Date: June 28, 2018 
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V. Small Generat or Facilit y Distribution Interconnection 

3. Montana-Dakota and the Interconnection Applicant will provide any additional rules , 
assumptions, or Information specific to or affecting the Interconnection Facilities Study as 
Attachment "A" and filed with this agreement 

4. The Interconnection Facilities study shall indude a detailed specification md tisting of any 
system equipment, metering equipment operational costs (including overheads), or other costs 
(including overheads) required to safely interconnect the proposed small generator interccmecl on 
to the Mcntana-Dakota Electric Dstributicn System. Details of the lnterconnecticn Facilities Sludy 
Repcrt will include a listing of the required equipment, the electrical configuration a the 
Interconnection systerr estimate, an estimate a the specific costs a each item, and the estimate 
of the timing required to perfaming the system changes estimated fa- the interconnection. 

5. The Interconnection Facilities Study shall be completed and the results transmitted to the 
Interconnection Applicant within 45 business days from the execution of this agreement by 
the parties If Montana-Dakota is unable to oomplete the Facilities study Report within the 
45-business day timeline. the company will notify the Interconnection Applicant with an 
explanation of the delay and a time line of the expected completion. 

6. The Interconnection Applicant is responsible for the Interconnection Facilities Study 
costs. The sludy cost shall be based on the company·s actual costs and will be invoiced to 
the Interconnection Applicant upon delivery of the Interconnection Facilities Study Report. 
The Interconnection Applicant shall pay Montana-Dakota within 30 calendar days of receipt 
of the invoice or resolution of any dispute. 

Montana Dakota Ut il~ies Co. Revision Date: June 28, 2018 
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v. Small Generator Facility Distribution Interconnection 

In witness whereof, the Parties have caused this agreement to be duly executed by their 
duly authorized officer, er agents on the day and year first above written: 

For Montana-Dakota: 

Name (Printed): _____________________ _ 

Signed: _______________________ _ 

Title: ________________________ _ 

Date: _______ _ 

(In sen name of Applicant] 

Name (Printed): _____________________ _ 

Signed: _________________________ _ 

Title: __________________________ _ 

Date: _______ _ 

Montana Dakota Utilities Co. Revision Date: June 28, 2018 
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v. Small Generator Facility Distribution Interconnection 

Attachment "A" 

Note: Include any additional specification or study assumptions, in regards to, a 
scoping meeting, Feasibility Study, System Impact Study, or agreed upon details 
between the parties. 

Scoping Meeting Date: _____________ _ 

Interconnection Facilities Study Estimated Cost: $ 

Montana Dakota Ut ilities Co. Revis ion Date : June 28, 2018 
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Interconnection Agreement for Small Distribution Generator 
Facility Level 1, Level 2, Level 3, or Level 4 Interconnect.ion 

(1 o MW or smaller located in the State of Montana) 

This Interconnection Agreement ("lntercoonection Agreement' or ''Agreement") is 
entered into effective as of Oick or tap to enter a date., ("Effective Date") by and between 
D ick or tap here to enter the name of the Applicant for this Interconnection Agreement., 
("Applicant") and Montana-Dakota Utililies Co., a Civision of MDU Resources Group, Inc., 
hereinafter referred lo as "Montana-Dakota", with principal offices at 400 North Fourlh Street, 
Bismarck , North Dakota 58501 . 

Applicant and Montana-Dakota each may be referred to as a "Party," or collectively as the 
" Parties. " 

~ = 

Whereas, the Applicant is proposing to develop a Small Generator Faci lity, or to add 
generating capacity to an existing Small Generator Facility, consistent with the Application 
completed on Click or tap to enter a date. : 

Whereas, the Appli cant desires to interconnect the Small Generator Facil ity with the 
Montana-Dakota·s El ectrc Distrbution System ("EDS"): and 

Whereas, the Agreement shall be used for all approved Level 1. Level 2. Level 3. and 
Level 4 Applications according to the terms and procedures set forth in Montana-Dakota's 
Small Generator Facility Distlibution Interconnection Rules and Procedures Rate 96 taliff 
(Rate 96). Terms with initial capitalization. when used in this Agreement. shall have the 
meanings given in Rate 96 and , to the extent this Agreement conflicts with Rate 96, the 
Rate 96 tarff shall take precedence. 

Now, therefore , in consideration of and subject to the mutual covenants contained herein, 
the Parties agree as follows: 

8!!i£!tl. 

1.1 

Scope and Limitations of Agreement 

Scope 

The Agreement establishes standard terms and conditions approved by the 
Montana Publi c Service Commission (the "Commissioo") under which the Small 
Generator Facility with a Name Plate capacity of 10 MW or smaller will 
interconnect to. and operate in Parallel with Montana-Dakota's EDS. Additions, 
deletions. or changes to the standard terms and condrtions of an Interconnection 
Agreement will not be permitted unless they are mutually agreed to by the Parties 
and approved by the Commission if required by Rate 96. 

1.2 Power Purchase 

The Agreement does not consti tute an agreement to purchase or deliver 1he 
Applicant"s power nor does it constitute an electric service agreement. 
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V. Interconnection Agreement for Small Distribution Generator 
Facility Leve l 1, Level 2, Leve l 3, or Level 4 Interconnection 

(1 O MW or smaller located in the State of Montana) 

1.21 Other Agreements. 
Nothing in the Interconnection Agreement is intended to affect any 
other agreement between the Montana-Dakota and the Applicant or 
another Interconnection Customer. However, in the event that the 
provisions of the Agreement are in confli ct with the provisions of 
other Montana-Dakota tariffs, the Montana-Dakota tarff shall control. 

1.3 Attachments to Interconnection Agreement 

An Operations and Maintenance Schedule shall be attached to the 
Interconnection Agreement and the Applicant shall adhere to that schedule. Either 
Party may require that any of the follooing addendums be included as pan of the 
Interconnection Agreement: 

(A) Copy of the lntercmnedon Appli~on 
(B) Description of the project; 
(C) a Billing Schedule; 
(D) a List of non-binding milestones for each party; 
(E) Scope ofWo1<; 
(F Operational Guidelines; and 
(G) List of Major Permits needed by the Applicant 
(H ) Assignment Acknowledgement Agreement 

1.4 Responsibilities of the Panies 

The Parties shall perform all obligations of the Agreement in accordance with all 
applicable laws and rules. 

The Applicant will construct, own, operate, and maintain its Small Generator 
Facility in accordance with the Agreement, the IEEE Standard 1547-2003 version, 
the most curren~y adopted National Electric Code, state and federal law, and all 
other applicable standards required by the Commission. Each Party shall be 
responsible for the safe installation, maintenance, repair, and condition of their 
respective lines and appurtenances on their respective sides of the Point of 
Interconnection. Eadl Party shall provide Interconnection Facilities that 
adequately protect the other Parties· facilities, personnel, and other persons from 
damage and personal injury. 

To the extent appficrole, the allocation of responsibility for the design, installation, 
operation. maintenance. and ownership of Interconnection Facilities shall be as 
prescribed in Rate 96. 

1.5 Paralle l Operation and Maintenance Obligations 

Once the Small Generator Facility has been authorized to commence Paraiel 
Operation by execution of the Interconnection Agreement, the Applicant will abide 
by all written provisions for operation and maintenance as required by Montana­
Dakota. 

1.6 Power Quality 

The Applicant will design its Small Generator Facility to maintain a composite 
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V. Interconnect ion Agreement for Small Distribution Generator 
Faci lity Level 1, Level 2, Leve l 3, or Level 4 Interconnection 

(10 MW or smaller located in the State of Montana) 

Art icle 2. 

2.1 

power delivery at continuous rated power output at the Point of Interconnection 
that meets the requirements set forth in IEEE 1547. Any special opE<"ating 
requirements will be detailed in an attached form. Under no cirrumstances shall 
these additional requirements for vol tage or reactive power support exceed the 
normal operating capabilities of the Small Generator Facility. 

Inspection, Testing, Authorization, and Right of Access 

Testing and Inspection 

Applicant wil l test and inspect its Small Generator Facility and Interconnection 
Facilities prior to interconnection in accordance with IEEE 1547 standards as 
provided for in Rate 96. The Interconnection will not be final until the Witness test 
and cer1ificate of completion provisions in Rate 96 have been satisfied or waived 
in accordance with Rate 96. 

To the extent that an Applicant decides to conduct interim testing of the Small 
Generator Facility prior to the witness test, it may request that the Montana-Dakota 
observe these tests and that these tests be deleted from tile final witness test. If 
Montan a-Dakota sends qualified personnel to the Smau Generator Facility to 
observe such interim testing, it wi ll be dting so at the Company's ONn expense. 

2.2 Right of Access: 

~ 

3.1 

Montana-Dakota wi ll have access to the Appl icant's premises, at no cost, for any 
reasonable purpose in connection with the Interconnection Application, the 
Interconnection Agreement. or if necessary to meet the legal obligation to 
provide service to its rustomers. Access will be requested at reasonable hours 
and upon reasonable notice, or at any time without notice in the event of an 
emergency, hazardous condition , or violation of the terms of this agreemerl 

Effective Date, Term, Termination, and Disconnection 

Effective Date 

The Agreement shall become effective upon the Effective Date stated in the 
introductory para.graph. 

3.2 Term of Agreement 

The Agreement will be effective on the Effective Date and will remain in effect for 
a period oftwerty (20) years or another period mutual ly agreed to by Parties in a 
written amendment, unless term inated earlier by defau lt of either Party, voluntary 
termination by tile Interconnection Customer. or by action of the Corr mission. 

3.3 Termination 

The Applicant may terminate this Agreement at any time by giving Montana­
Da.kota twenty (20) business days written notice. Either Party may term inate 
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V. Interconnection Agreement for Sm all Distributio n Generato r 
Facility Leve l 1, Level 2, Level 3, or Level 4 Interconnection 

(1 a MW or s maller located in the State of Montana) 

this Agreement pursuant to Sectioo 5.6.2 after defaul t by the other Party. The 
Commissioo may ordertennination of this Ag reement. Upon termination of this 
Agreement the Small Generator Facility will be discoonected from Mootana­
Dakota's EDS at the Applicant's expense. The term inatioo of this Agreement wil l 
not relieve erther Party of its liabil rties and obligations, owed or continuing at the 
time of the terminatioo . The provisions of th is Artide shall survive termination or 
expiratioo of this Agreement. 

3.4 Restoration of Interconnect ion When Disconnected 

~ 

The Parties shall cooperate with each other to restore the Small Generator 
Facility, Interconnection Facilities, and Mootana-Dakota's EDS to their normal 
operating state as soon as reasooably practicable follONing any disconnection 
pursuant to the rules. 

Cost Respons ibil ity and B illing 

The Applicant is responsible for the appli cation fee, cost of studies. and for such 
facilities, equipment, modifi cations, and upgrades identifi ed under the process 
prescribed in Rate 96. 

4.1 Minor EDS Modifications 

The Applicant will bear the costs of making minor modifications to Montana­
Dakota's EDS as may be necessary to gain approval of an Applicatioo. 

4.2 Interconnection Facil it ies (Company Owned) 

When necessary under the process prescribed in Rate 96, Montana-Dakota wil l 
identify the interconnection faci lities ("Interconnection Facilities") necessary to 
safely interconnect the Small Generator Faci lity with the EDS. Mootana-Dakota will 
itemize the Interconnection Facilrties for the Applicant , induding the cost of the 
facili ties and the time required lo bui ld and install those facilities. The Applicant is 
responsible for the cost of the operational changes or physical additions to the 
Company-owned Interconnection Facilities. 

4.3 Interconnection Equipment (Customer Owned ) 

The Applicant is responsible for all costs associated with the installation. operation 
and maintenance of the interconnection 9:1uipment nct owned by the c.ompany. 

4.4 System Upgrades 

Mootana-Dakota will design, procure, construct, install , and own any System 
Upgrades under the process prescribed in Rate 96 when applicable. The actual 
cost of the System Upgrades, induding overheads, will be directly assigned to 
the Applicant . An Interconnection Customer may be entiUed to financial 
compensation from other utility Interconnection Customers who, in the future, 
benefit from the System Upgrades paid for by the Interconnection Customer. 
Such compensafion will be governed by separate ru les promulgated by the 
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V. Interconnection Agreement for Small Distribution Generator 
Fac ility Level 1, Level 2, Level 3, or Level 4 Interconnection 

(1 o MW or smaller located in the State of Montana) 

Commission or by terms of a tariff filed and approved by the Commission. Sudl 
compensation will only be available to the extent provided tor in the separate 
rules or tartff. 

4.5 Adverse System Impact 

Montana-Dakota is responsible for identifying adverse system impacts on any 
affected systems and for determining what mitigation activities or upgrades may 
be required to accommodate a Small Generator Facility. The actual cost of any 
actions taken to address the Adverse System Impacts, including ovemeads, shall 
be directly assigned to the Applicant. The Appli cant may be entitled to financial 
compensation from other utility Interconnection Customers or other 
Interconnection Customers who. in the future . utilize the upgrades paid for by the 
Applicant, to the extent provided by a tariff or a separate Commission rule or 
order. 

4.6 Bill ing 

~ 

5.1 

Montana-Dakota may require a deposit up to 50% of the cost estimate to be paid 
up front by the Applicant. for the studies. interconnection facilities. system 
upgrades, or other costs associated with the interconnection request. Progress 
billing, final billing, and payment schedules must be agreed to by the Parties prtor 
to commencing woll<. The Billing Sdledule should be attached to the agreement 
as "Attachment C" as needed. 

Assignmentr Liability, Indemnity, Force Ma.jeure, Consequential Damages, 
and Default 

Assignment 

The Interconnection Agreement may be assigned by either Party upon fifteen 
(15) business days prior written notice. Except as provided in Articles 5.1.1 and 
5.1.2, said assignment sl1all only be valid upon the prior written consent of the non­
assigning Party, which consent shall not be unreasonably withheld. 

5.1.1 Either Party may assign the Agreement without the consent of the other 
Party to any affi liate (which sl1all indude a merger of the Party with 
another entity), of the assigning Party with an equal or greater credit 
rating and with the legal authority and operational ability lo satisfy the 
obligations of the assigning Party under this Agreement. 

5.1.2 The Applicant shall have the right to assign the Agreement , without the 
consent of Montana-Dakota, for collateral security purposes to aid in 
providing financing for the Small Generator Facility. For Small Generator 
systems that are integrated into a building facility, the sale of the building 
or prq,erty wil l result in an automatic transfer of this agreement to the 
new owner who shall be responsible for complying with the terms and 
condiUonsofthisAgreement. Attachment (HJ can be used to document 
the assignment ofa new owner to an existing facilrty. 
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V. Interconnection Agreement for Small Distribution Generator 
Facility Level 1, Level 2, Level 3, or Level 4 Interconnection 

(10 wrN or smaller located in the State of Montana) 

S.1.3 Any attempted assignment that violates this Article is void and 
ineffective. 

S.2 Limitation of Liability and Consequential Damages 

A Party is liable for any loss, cost claim, injury, or e,pense including reasonable 
attorney's fees caused by any act or omission in its performance of the provisions 
of an Interconnection Agreement. Neither Party will seek redress from the other 
Party in an amount greater than the amount of direct damage actually incurred. 

5.3 Indemnity 

5.3. 1 This provision protects each Party from liability incurred to third parties as 
a result of carrying out the provisions of the Agreement Liability under 
this provision is exempt from the general limitations on liability found in 
Arficle 5.2. 

5.3.2 The Parties shall at all times indemnify, defend, and hold the other Party 
harmless from any and all damages, losses, claims, including claims and 
actions relating to irjury to or death of any person or damage to property, 
demand, suits, recoveries, costs and expenses, court costs, attorney fees. 
and all other obligations by or to third parties, arising oot of or resulting 
from the other Partys action or failure to meet its dlligations under this 
Agreement on behalf of the indemnifying Party, except in cases of gross 
negligence or intentional wrongdoing by the indemnified Party. 

S.3.3 If an indemnified person is entitled to indemnification under this Article. as 
a result of a claim by a third party, and the indemnifying Party fails, after 
notice and reasonable opportunity to proceed under this Article, to 
assume the defense of such a claim , such indemnified person may at the 
expense of the indemnifying Party contest. settle, or consent to the entry 
of any judgment with respect to, or pay in full , such claim . 

S.3.4 Prompfly after receipt by an indemnified person of any claim or notice of 
the commencement of any action or administrative or legal proceeding or 
investigation as to which the indemnity provided for in this Article may 
apply, the indemnified person shall notily the indemnifying party of such 
fact. Any failure of or delay in such notification shall not affect a Partys 
indemnification obligation unless such failure or delay is materially 
prejudicial to the indemnifying party. 

S.4 Consequential Damages 

Wrth the exception of third party daims, neither Party shall be liable lo the 
other Party. under any provision of the Agreement, for any losses. 
damages, costs, or expenses for any special , indirect, incidental, 
consequential. or punitive damages. including but not limited to loss of 
profrt or revenue. loss of the use of equipment. cost of capital. cost of 
temporary equipment or services, whether based in whole or in part in 
contract, in te<t, including negligence, strict liability, or any other theory of 
liability; provided. however, that damages for which a Party may be liable lo 
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V. Interconnect ion Agreemen_ t for Small Distribution Generator 
Faci lity Level 1, Leve l 2, Level 3, or Level 4 Interconnection 

(1 O MW or smaller located in the State of Montana) 

the other Party under another agreement will not be considered to be 
special, indirect, incidental , or consequential damages hereunder. 

5.5 Force Majeure 

5.5.1 As used in this Agreement, a Force Majeure Event shall mean "any act of 
God, labor disturbance, act of the pub lic enemy, war, acts of terrorsm, 
insurrection, riot, fire, storm or flood, explosion, breakage or accident to 
machinery or equipment through no direct. indirect. or contributory act of 
a Party, any order, regulation or restriction imposed by governmental, 
military or lawfully established civi lian authorities, or any other cause 
beyood a Party's cootrol. A Force Majeure Event does not include an act 
of negligence or intentional wrongdoing. 

5.5.2 If a Force Majeure Event prevents a Partyfrorr fulfilling any obligations 
under this Agreerrent, the Party affected by the Force Majeure Event 
("Affected Party") shall promptly notify the other Party of the existence of 
the Force Majeure Event. The notification must specify in reasonable 

5.6 Default 

detail the droumstances of the Force Majeure Event, its expected 
duration, and the steps that the Affected Party is taking to mitigate the 
effects of the event on its performance. If the inrtial notification was verbal. 
ii should be promptly fellowed up with a written notification. The Affected 
Party shall keep the other Party informed on a continuing basis of 
developments relating to the Force Majeure Event until the event ends. 
The Affected Party will be entiUed to suspend or modify its per1ormance of 
obligations under this Agreement (other than the obligation to make 
payments) only to the extent that the effect of the Force Majeure Event 
cannot be reasonably mitigated. The Affected Party will use reasonable 
efforts to resume its performance as soon as possble. The Parties shall 
immediately report to the Corr mission should a Force Majeure Event 
prevent performance of an action required by Rule that the Rule does not 
permit the Parties to mutually waive. 

5.a 1 No default shall exist where such failure to discharge an obligation (other 
than the payment of money) is the result of a Force Majeure Event as 
defined in this Agreement. Upon a default, the non-defaulting Party shall 
give written notice of such default to the defaulting Party Except as 
provided in Article 5.6.2, the defaulting Party shall have sixty (60) 
calendar days from receipt of the default notice within which to cure such 
default. 

5.6.2 If a default is not cured as provided for in this Article, orn a default is not 
capable of being oured within the period provided for herein. the non­
defaulting Party shall have the right to terminate the Agreement by 
written notice. and be relieved of any further obligation hereunder and, 
whether or not that Party terminates the Agreement, to recover from the 
defaulting Party all amounts due hereunder, plus all other damages and 
remedies to which it is entiffed al law or in equity. Alternately, the non-
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V. 
Interconnect ion Agreement for Small Distribution Generato r 
Facility Level 1, Level 2 , Level 3, or Level 4 Interconnection 

(10 MW or smaller located in the State of Montana) 

~ 

~ 

8.1 

defaulting Party shall have the right to seek dispute resolutim with the 
Commission in lieu of terminatim. The provisions of this Article will 
survive termination of the Agreement 

Insurance 

At all times during this Agreement. each Party shall obtain and maintain the 
following insurance: 

General Liabil ity Insurance with limits not less than $1 ,000,000. Lim its may be 
met in combination of both primary and umbrella/excess policies. Upon signing 
the Agreement, each Party shall furnish to the other Party certificates of 
insurance as evidence showing that the insurance policy(s) to be carred in 
accordance with this provision have been obtained. All insurance to be carried 
pursuant to the above shall be endorsed to require 30 day written notice prior to 
effective date of any modification or cancellation of such insurance to th e 
cenificate hdder. unless such cancellation is due to non-payment. then 1 Oday 
written notice is required. 

Dispute Resolution 

Parties will adhere to the dispute resolution and complaint process in Rate 96. 

Miscellaneous 

Governing Law, Regulatory Authority, and Rules 

The validity, interpretatim , and enforcement of the Agreement and each of its 
provisions shall be governed by the laws ofthe state of Montana, without regard 
to its conflicts of law principles The Agreement is subject to all applicable laws. 
Each Party expressly reserves the right to seek changes in , appeal , or otherwise 
contest any laws, orders, or regulations of a governmental authority. 

8.2 Amendment 

The Parties may mub.Jally agree to amend the Agreement by a written instrument 
duly executed by both Parties in accordance with provisions of Rate 96 and 
applicable Commission Orders and provisions of the laws of the State of Montana. 

8.3 No Third-Party Beneficiaries 

The Agreement is not intended to and does not create rights, remedies, or 
benefits of any character whatsoever in favor of any persms, corporations, 
associations, or enttties other than the Parties, and the obligations herein 
assumed are solely for the use and benefit of the Parties, their successors in 
interest. and. where permitted. thei r assigns. 

8.4 Waiver 
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V. 
Interconnection Agreement for Small Distribution Generator 
Faci lity Level 1, Level 2, Level 3, or Level 4 Interconnection 

(10 MN or smaller located in the State of Montana) 

8.4.1 The failure of a Party to the Agreement to insist, on any occasion, upon 
strict performance of any pro>'ision of the Agreement will not be 
considered a waiver of any obligation, right, or duty of, or imposed upon, 
such Party. 

8.4.2 The Parties may agree to mll!uallywaive a section of this Agreement so 
long as prior Commisson approval of the waiver is not required by Rate 
96. 

8.4.3 MY waiver at any time by either Party of its rights with resped to the 
Agreement shall not be deemed a continu ing waiver or a waiver with 
respect to any other failure to ccrnply with any other obligation, right, or 
duty of the Agreement . My waiver of the Agreement shall, if requested, 
be provided in writi ng. 

8.5 Entire Agreement 

The Interconnection Agreement, including any supplementary form attachments 
that may be necessary, constitutes the enti re Agreement between the Parties with 
reference to the subject matter hereof, and supersedes all prior and 
contemporaneous understandings or ag reements, oral or written, between the 
Parties with respect to the subject matter of the Agreement. There are no other 
agreements, representations, warranties, or covenants that constitute any part of 
the consideration for, or any condition to, either Party's compliance with its 
obligations under the Agreement. 

8.6 M ultipla Counterparts 

The Agreement may be executed in two or more counterparts, each of which is 
deemed an original but all constrtute one and the same instnment. 

8.7 No Partnership 

The Agreement wi ll not be interpreted or construed to create an association. joint 
venture. agency relationsh ip. or partnership between the Parties orto impose any 
partnership obligation or partnership liability upon either Party. Neither Party shall 
have any right, power, or authority to enter into any agreement or undertaking for, 
or act on behalf of, or to act as or be an agent or representative of, or to otherwise 
bind. the other Party. 

8.8 Severa bi lily 

If any pro>'ision or portion of the Agreement shall for any reason be held or 
adjudged to be invalid or illegal or unenforceable by any court of competent 
jurisdiction or other governmental authority: ( 1) such portion or provision shall be 
deemed separate and independent; (2) the Parties shall negotiate in good faith to 
restore insofar as practicable the benefrts to each Party that were affected by such 
ruling ; and (3) the remainder of the Agreement shall remain in full force and effect . 

8.9 Subcontractors 
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V. Interconnection Agreement for Small Distribution Generator 
Facility Level 1, Level 2, Level 3, or Level 4 Interconnection 

(1 o MW or smaller located in the State of Montana) 

Nothing in the Agreement shall prevent a Party from utilizing the services of any 
subcontractor, or designating a third party agent as one responsible for a specific 
obligation or act required in the Agreement (collectively subcontractors). as tt 
deems appropriate to perform its obligations under the Agreement ; provided, 
however, that each Party will require its subcontractors to comply with all 
applicable terms and conditions of the Agreement in providing such services and 
each Party will remain primarly liable to the other Party for the performance of 
such subcontractor. 

8. 9. 1 The creation of any subcontract relationship shall not relieve the hiring 
Party of any of its obligations under the Agreement. The hiring Party shall 
be fully responsible to tihe other Party for the acts or omissions of any 
subcontractor the hiri ng Party hires as if no subcontract had been made. 
Any applicable obligation imposed by the Agreement upon the hiring 
Party shall be equally binding upon, and will be construed as having 
application to, any subcontractor of such Party. 

8.9.2 The obligations under this Article will not be limited in any way by any 
limitation of subcontractor's insurance. 

8.10 Reservation of Rights 

~ 

9.1 

Either Party will have the right to maKe a unilateral filing with the Commission to 
modify the Interconnection Agreement. This reservation of rights provision 
includes, but is not limited to, modifications with respect to any rates, terms, and 
conditions, charges, classification of service, tariff, or any applicable State or 
Federal law or regulation. Each Party shall have the right to protest any such 
filing and to participate fully in any proceeding before the Commission in wh ich 
such modifications may be considered. 

Notices 

General 

Unless otherwise provided in the Agreement. any written notice, demand, or 
request required or authorized in connection with the Agreement shall be 
deemed prope~y given if delivered in person, delivered by recognized national 
courier service, or sent by first dass mail , postage prepaid , to the persons 
specified below: 

If to the Interconnection Applicant : 

Attention : _____________ _ 

Address: _______________________ _ 

City. _____________ state:. _____ ~Zip: __ _ 

Phone: ________ _ E-mail : _______ _ 
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V. 
Interconnection Agreement for Small Distribution Generator 
Facility Level 1, Level 2, Level 3, or Level 4 Interconnection 

(1 o MW or smaller located in the State of Montana) 

If to Montana-Dakota: 

Moolana Dakota Utilities Company 

Attention: ______________ _ 

400 North Fourth Street 

Bismarck, North Dakota 58501 
Phone 1-800-638-3278 

9.2 Billing and Payment 

Billings and payments shall be sent to the addresses set out below: 

lfto the Interconnection Applicant: 

Attention: _____________ _ 

Address: _________________________ _ 

Cily: _____________ state:. _____ ~Zip: __ _ 

Phone: _________ _ E-mail : _______ _ 

lfto Montana-Dakota: 

Mootana Dakota Utilities Company 

Attention: ______________ _ 

400 North Fourth street 
Bismarck, North Dakota 58501 

Phone 1-800-638-3278 

9.3 Designated Operating Representative 

The Parties wi ll designate operating representatives to conduct the 
communications which may be necessary or convenient for the administration of 
the operations provisions of the Agreement. This person or persoos wi ll also 
serve as the point of cootact with respect to operations and maintenance of the 
Party's facilities: 
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V. Interconnection Agreement for Small Distribution Generator 
Facility Level 1, Level 2, Level 3, or Level 4 Interconnection 

(1 o MW or smaller located in the State of Montana) 

If to the Interconnection Applicant: 

Attention: _____________ _ 

Address: _______________________ _ 

City: _____________ State: _____ ~Zip: __ _ 

Phone: ________ _ E-mail : ________ _ 

If to Montana-Oakota: 

Montana Dakota Utilities Company 

Attention: _____________ _ 

400 North Fourth street 
Bismarck. North Dakota 58501 
Phone 1-800-638-3278 

9.4 Changes to the Notice Information 

Either Party may change this notice inform ation by giving five business days 
written notice prior to the effective date of the change. 

~ Signatures 

IN WITNESS WHEREOF, the Parties have caused the Agreement to be executed by their 
respective duly authorized representatives. 

Montana-Dakota Interconnection Applicant 

Name: ___________ _ Name: _____________ _ 

Title: ___________ _ Title: ______________ _ 

Signature: _________ _ Signature: ____________ _ 

Date: ___________ _ Date: ______________ _ 
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V. Interconnection Agreement for Small Distribution Generator 
Faci lity Level 1, Level 2, Level 3, or Level 4 Interconnection 

(10 MW or smaller located in the State of Montana) 

ADDENDUM "H" ASSIGNMENT ACKNOWLEDGEMENT AGREEMENT 

APPLICATION SCOPE: For a Small Generator System that is incorporated into a building facility 
that has a current active Interconnection Agreement for Small Distribution Generate,- Facility 
approved by Montana Dakota utilities Company. The Small Distribution Generator Facility 
Agreement will automatically transfer to the new owner upon the sale of the property and 
completion of this Assignment Acknowledgement Agreement by the New owner-Operator. A 
copy of the original Interconnection Agreement will be sent to the New Owner-Operator for the 
purpose of this agreement. 

Recita ls: 
Whereas, an existing Sma.11 Distribution Generator Facility is located at ________ _ 

__________ (the "Property"), and operates pursuant to an Interconnection 

Agreement for Small Distribution Generate,- Facility dated the ___ day of ___ _ 

20 __ (the "Agreement') with Mootana-Dakota Utnilies Company_ a Di~sioo of MOU Resoorces 

Qoop. Inc .. hereinaner referred to as "Mootana-Dakota· . with principal offices at 400 Nool1 Foorth 

Street , Bismarck, Nooh Dakota 58501 . 

Whereas, a new owner has purchased the "Property'' and desires to operate the Sma ll Generatc,­
System under the same requirements set fc,-th in the ''Agreement". 

Whereas, a copy of the original Interconnection Agreement is attached to this Acknowledgement 
Agreement. 

AGREEMENT 
Now, therefore, the New Owner-Operator is assigned and assumes all rights and obligations 
under the ''Agreemenf'. 

Montana-Dakota - Acknowledgement New owner-Operate,-

Name: ___________ _ Name: _____________ _ 

TiUe: ___________ _ Title: _____________ _ 

Signature: __________ _ Signature: _____________ _ 

Date: ___________ _ Date: _____________ _ 


